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PIPE SIZE A B |C D F F
12 INCH PIPEl 37—0” 0’| 67| #6 BARS @ 1-0" O.C. |#4 TIE BARS @ 2'—0" O.C.
16 INCH PIPEl 37—5” 5" 67| #6 BARS @ 7 1/2” O.C.|#4 TIE BARS @ 2'—0" O.C.
54 INCH PIPE| 4'—g” 5" 67| #6 BARS @ 14”7 O.C. #5 TIE BARS @ 2'—0" O.C.
30 INCH PIPE| 4'—g” 5" 67| #6 BARS @ 14”7 O.C. #5 TIE BARS @ 2'—0" O.C.
36 INCH PIPE| -0 0’| 67| #7 BARS @ 12”7 O.C. #5 TIE BARS @ 1'-0" O.C. | #5 DIAGONAL BARS
42 INCH PIPE| -0 0’| 67| #7 BARS @ 12”7 O.C. #5 TIE BARS @ 1'-0" O.C. | #5 DIAGONAL BARS
48 INCH PIPE| 7—0” 0’| 67|#7 BARS @ 9” O.C. #5 TIE BARS @ 1'-0" O.C. | #5 DIAGONAL BARS
NOTES:

1) TIE BARS MAY BE PLACED AS 2—PIECE U—BARS WITH MINIMUM

2) LENGTH OF ENCASEMENT ESTABLISHED BY DESIGN ENGINEER.

LAP LENGTH OF 20 INCHES.
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